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CONDUIT DATA — 04| SF 80 13.2/13.9 | 3745|1204
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Conr?ou'+ Reference size Type Fil] F“zl C'J,‘S.';“’ﬁ;’_ Conductor Type A 10/30/08| SERVICE PLATFORM ELECTRICAL CHANGES | Ry | Mp | 5% @AM - A\ 6/12/08
- (mm?) (mm2) - MARK| DATE DESCRIPTIONS BY |CH'DJcCox REGISTERED ELECTRICAL ENGINEER  DATE
5270A [E-T4A 78 RGS-PVC coated conduit 1935.24 Pull rope Soft-Fiber Polyester REVISIONS
CONTRACT CHANGE ORDER NO.
SHEET OF PLANS APPROVAL DATE
PB AMERICAS, Inc.
5271A |E-T4A 78 |RGS-PVC coated conduit 1935.24 | Pull rope Soft-Fiber Polyester A Parsomns Brinckerhoff Company
303 Second St., Suite 700N
San Francisco, CA  94I07-1317
The State of California or its officers or agenls shall not be responsible for
the accuracy or completeness of electronic coples of this plan sheet.
52724 |E-74A 78 |RGS-PVC coated conduit 1935.24 | Pull rope | Soft-Fiber Polyester Callrans row has o web sile! To gel fo fhe web sife, go 1o Hipu/ /www.dol cogov
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ul 5273A |E-T74A 78 |RGS-PVC coated conduit 1935.24 | Pull rope Soft-Fiber Polyester °npfo"" Reference Size Type (F";nlzl) (lemlzl) c‘gg.‘:“ﬁg, Conductor Type
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3 Z 5289A |E-T5A 78 RGS-PVC coated conduit 1935.42 Pull rope Soft-Fiber Polyester
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g 5274A |E-T4A 78  |RGS-PVC coated conduit 1935.24 | Pull rope Soft-Fiber Polyester
5290A [E-T75A 78 RGS-PVC coated conduit 1935.42 Pull rope Soft-Fiber Polyester
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,"LJQ o 5275A |[E-T5A 78 RGS-PVC coated conduit 1935.24 Pull rope Soft-Fiber Polyester
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jLZD L;J 5300A |E-114B 78 RGS Conduit 1935.24 Pull rope Soft-Fiber Polyester
208
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gg 5 _ 53008 [E-114B 78 RGS Conduit 1935.24 Pull rope Soft-Fiber Polyester
5276A |E-T5A 78 |RGS-PVC coated conduit 1935.24 | Pull rope Soft-Fiber Polyester
5300C [E-114B 8 RGS Conduit 1935.24 Pull rope Soft-Fiber Polyester
- 53000 [E-114B 8 RGS Conduit 1935.24 Pull rope Soft-Fiber Polyester
6 5277A |[E-T5A 78  |RGS-PVC coated conduit 1935.24 | Pull rope Soft-Fiber Polyester
; 5300E |[E-114B 78 RGS Conduit 1935.24 Pull rope Soft-Fiber Polyester —
e 52834 |E-75A 41 |RGS-PVC coated conduit 308.53 879.42 | Pull rope Soft-Fiber Polyester
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5 2098-2 4-1/C #4 + G, 600 V, RHH/RHW insulation 5300F |E-114B 78 |RGS Conduit 1935.24 | Pull rope Soft-Fiber Polyester
z
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5 52838 |[E-75A 41 RGS-PVC coated conduit 262.68 879.42 Pull rope Soft-Fiber Polyester 5300G | E-1148 78 RGS Conduit 1935.24 Pull rope Soft-Fiber Polyester
‘-61 2098-1 3/C #8 + G, 600 V, RHH/RHW insulation
5300H [E-114B 78 RGS Conduit 1935.24 Pull rope Soft-Fiber Polyester
5283C |E-T5A 41 |RGS-PVC coated conduit 476.76 | 879.42 | Pull rope | Soft-Fiber Polyester
2098-3 4-1/C #4 + G, 600 V, RHH/RHW insulation 5300J |E-114B 78 |RGS Conduit 1935.24 | Pull rope | Soft-Fiber Polyester
52830 |E-T75A 41 |RGS-PVC coated conduit 534.55 | Pull rope Soft-Fiber Polyester 5300K | E-1148 78  |RGS Conduit 1935.24 | Pull rope Soft-Fiber Polyester
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= 5283E |E-75A 41 |RGS-PVC coated conduit 534.55 | Pull rope | Soft-Fiber Polyester 53000 |E-1148 78 |RGS Conduit 1935.24 | Pull rope | Sofi-Fiber Polyester
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§§ 5284A [E-T5A 78  |RGS-PVC coated conduit 1935.24 | Pull rope Soft-Fiber Polyester 5300M | E-114B 78 |RGS Conduit 1935.24 | Pull rope Soft-Fiber Polyester
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- 5300N |E-114B 78 RGS Conduit 1935.24 Pull rope Soft-Fiber Polyester
) 5285A |E-T5A, E-118 41 RGS-PVC coated conduit 534.55 Pull rope Soft-Fiber Polyester
= 5300P [E-114B 8 RGS Conduit 1935.24 Pull rope Soft-Fiber Polyester
b 52858 [E-T5A 41 |RGS-PVC coated conduit 534.55 Pull rope Soft-Fiber Polyester
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& 5285C |E-75A, E-118 41 |RGS-PVC coated conduit 534.55 | Pull rope Soft-Fiber Polyester &
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' 52850 |[E-T75A 41 RGS-PVC coated conduit 534.55 Pull rope Soft-Fiber Polyester °on
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EE 5285E |E-75A 41 RGS-PVC coated conduit 534.55 Pull rope Soft-Fiber Polyester oA
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:f 5286A |E-T5A 78 RGS-PVC coated conduit 1935.42 Pull rope Soft-Fiber Polyester T =
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= . . CONDUIT AND TRAY SCHEDULE [s
w 5287A |[E-75A 78 RGS-PVC coated conduit 1935.42 Pull rope Soft-Fiber Polyester <2l
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